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NOTES:

1. IF POWER SOURCE IS OVERHEAD POWER LINE EXTEND CONDUIT TO WITHIN 1" OF CITY POLE AND LEAVE APPROXIMATELY 50'
OF #2 ALUM TPX HANGING OUT OF CONDUIT FOR CITY CONNECTION. IF POWER SOURCE IS A PAD MOUNT TRANSFORMER OR

UNDERGROUND JUNCTION BOX, EXTEND CONDUIT INTO VAULT OR JUNCTION BOX WITH CITY OVERSIGHT AND LEAVE 5" OF #2
ALUM TPX FOR CITY CONNECTION.

2. CITY OF RICHLAND TO PROVIDE POWER SOURCE CONNECTIONS.
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